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GRANULATION-01

TEMP (°C)     : NMT 25

RH. (%)          : NMT55

GRADE          : ISO-08

ACPH             : 20

ROOM NO.    :_____

PRESSURE(Pa) : 5

H14

PER A/L

TEMP (°C)     : NMT 25

RH. (%)          : NMT55

GRADE          : ISO-08

ACPH             : 20

ROOM NO.    :_____

PRESSURE(Pa) : 20

H14

EXIT  A/L

TEMP (°C)     : NMT 25

RH. (%)          : NMT55

GRADE          : ISO-08

ACPH             : 20

ROOM NO.    :_____

PRESSURE(Pa) : -10

(@BREACH

MODE ONLY)

RETURN DUCT

(@BREACH

MODE ONLY)
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TEMP (°C)     : NMT 25

RH. (%)          : NMT55

GRADE          : ISO-08

ACPH             : 20

ROOM NO.    :_____

PRESSURE(Pa) : 20
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RETURN DUCT

OPTION-01 : AHU WITH BREACH MODE (BIBO AT RAISER & ALSO IN AHU)

OPTION-02 : AHU WITHOUT BREACH MODE and BIBO only at AHU

OPTION-03 : AHU WITH BREACH MODE (BIBO ONLY AT EXHAUST UNIT)

OPTION-04 : AHU WITHOUT BREACH MODE (BIBO ONLY AT RAISER)


